APPLICANT: El Paso Natural Gas Co. (EPNG) DATE: 02/19/99

AIR QUALITY TITLE V PERMIT NO. 1000159

TECHNICAL REVIEW REMARKS
TO ACCOMPANY ALL ENGINEERING REVIEWS

REMARK
NUMBER REMARKS
1 This is a renewa of an existing permit #75010. There are no fees associated with
renewal. A PSD applicationwassubmitted in November 1992 to retrofit the Solar turbine
and add 2 new turbines. EPNG proposed not to install the 2 new turbines and hence
withdrew the application in 1997. And aminor revision application was submitted for
retrofitting the Solar turbine. ThisMinor revisionwill not be processed separately but will
be included in the Title V permit.
2. EPNG has forwarded a copy of their application to EPA Region IX asindicated in the
cover letter of the Title V permit application.
3. Thisfacility hasapotential to emit (PTE) of morethan 100 tons per year of NO, and CO.
4. Department records and discussionswith AQD Compliance staff indicate that the source
isin compliance with these requirements.
5. The facility islocated in La Paz county.
6. EPNG submitted emissions estimates for significant emission sources only. Emissions
were not quantified for emission sources deemed insignificant.
7. See attached remarks and emission calculations.
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REMARK
NUMBER

8.

REMARKS

EPNG'sTitleV permit application and ADEQ recordsindicatethat EPNG hascomplied
with the requirements of Ingtalation Permit # 75010. This permit authorized the
installation of a Solar Centaur H T-5500 gas turbine engine and a 250 hp Waukesha
F18GL emergency generator, and included the following requirements: 1) Theinstalla-
tion and operation of the Solar Centaur H T-5500 gas turbine engine will be performed
in accordance with the requirements of A.A.C. R18-2-801.1 and 801.36 (40 CFR 60
Subparts A and GG);

2) The Solar Centaur H T-5500 gas turbine engine and the GE MS 3102 F gasturbine
engine would be tested for NO,, and SO, within 60 days of reaching maximum capacity
but no later than 180 days after initia startup. Test method 20 was specified for NO,.
The Solar engine was required to be tested at least once every three years,

3) An hour meter will be installed on the Waukesha emergency generator to record the
hours of operation. The hours of operation of the Waukeshaemergency generator shall
not exceed 25 hoursper year. EPNG will report the hours of operation of the Waukesha
emergency generator;

4) NO, emissions from the Solar Centaur H gas turbine engine shall not exceed 19.0
Ib/hr or 83.4 tpy; and

5) NO, emissionsfrom the GE M S 3102 F gasturbine engine shall not exceed 25.2 |b/hr
or 110.5 tpy.

Conditions 4 and 5 above in instalation permit (1P) 75010 were important, because
compliance with these limits would ensure that the Wenden station total NO,, emissions
would remain below the 250 tpy PSD threshold. The limits were obtained from
manufacturer’s specifications. Initially EPNG had used AP-42 emission factors to
calculate the potential emissions from Wenden in the application for IP 75010, and the
Department agreed that these factors were appropriate and reasonableto use. However,
aperformance test conducted on the GE and Solar enginesindicated that the NO,, emis-
sions for the Wenden station exceeded 250 tpy, primarily because of higher-than-
expected NO,, emissions from the GE gas turbine engine. Subsequent testing of the GE
turbine showed below the 250 tpy threshold. EPNG wasissued two notice of violations
for exceeding the allowable limits. Since the testing showed emission over the 250 tpy,
it was determined by the Department that the Wenden compressor station is a major
source of NO,, for PSD purposes, and EPNG was required to obtain a PSD permit for
this facility. The PSD permit required, among other things, that a BACT analysis be
performed at Wenden, and that a dry, low-NO, combustor be installed on the Solar
Centaur H T-5500 gas turbine engine at the Wenden facility. EPNG submitted a PSD
application to retrofit the Solar Cebtaur H T-5500 gas turbine with a dry low NOx
combustor and also added 2 new gas turbines on November 10, 1992. In 1997, EPNG
decided not to install the 2 new turbines. Since after retrofitting, NOx emissionsfrom the
Solar turbine were below the significant level, it was suggested by the Department that
the PSD application be withdrawn and aminor revision application be submitted for the
retrofit.
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REMARK
NUMBER

0.

REMARKS

EPNG has installed the Low-NOx combustors on the Solar engine. No controls are
installed on the GE turbine.

10.

There are no applicable standards for these pollutants for this facility.

11.

EPNG may perform asbestos demoalition at this facility at some point during the permit
term. This demolition would be subject to the requirements of A.A.C. R18-2-1101.A.8
(40 CFR 61 Subpart M.)

12.

Installation permit 75010 required the Solar Centaur H T-5500 gas turbine engine and
the GE M S 3102 F gas turbine engine to be performancetested for NO, and SO,. These
tests were performed in May, 1991, with the subsequent determination that Wenden is
amajor source of NO, for PSD purposes (annual NO,, emissions greater than 250 tpy.)
These engineshave been subsequently performancetestedin March 1992, July 1994, and
March 1995, with the NO, emissions from the GE engine being consistent with the
higher-than-expected levels measured in the performance test of May 1991.

13.

EPNGC has certified that the Wenden station is currently in compliance with all
applicable air quality requirements.
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APPLICANT: El Paso Natural Gas Co.(EPNGC) DATE: 02/19/99

AIR QUALITY TITLE V PERMIT NO. 1000159

GENERAL COMMENTS AND EMISSIONS CALCULATIONS

A. General Comments

B Paso Natural Gas Company (EPNG) provides natural gas transportation services for natura gas
suppliers and end users throughout the southwestern United States. EPNG owns and operates a large
pipeine network for which the Wenden Compressor Station serves as one of the gas compression
locations. Compression is needed to maintain enough pressure in the pipeline to keep the gas flowing
through the pipeline network, and is accomplished by two naturd gas fired turbines that drive the
compressor units. Wenden Station is automated and hence the location is unattended.

The Wenden station operates two gas turbines to drive the compression units. One of the gasturbinesis
a GE regenerative cycle gas turbine and oneis a Solar Centaur smple cycle gasturbine. The gasturbines
are powered by the combustion of naturd gas. The gas turbine stacks are the primary sources of air
pollutant emissions. The primary pollutants present in the stack gases resulting from combustion of naturd
gas are NOx and CO. Formaldehyde, SO,, and VOCs are other trace pollutants present in the stack
gases. Other equipment on site is comprised mainly of valves, compressor seals, connections and
associated piping and an emergency generator, and emissons from these units are mainly trace amounts
of VOCs.

B. Regulatory History

Though the GE Frame 3 turbine of the Wenden station has been operating for afew decades, thefirst and
only ar quality permit was an ingtdlation permit issued to them on 8/31/1990. Thispermit alowed EPNG
to continue operation of the GE Frame 3 turbine and ingal a Solar Centaur H T-5500 gas turbine. The
permit number is 75010. The most relevant conditions of this permit are:

1. Permittee shdl ingtdl and operate the Solar Centaur in accordance with R18-2-801.1 & 35 (40 CFR
60, Subpart A and GG). The GE frame 3 shall beingalled and operated in accordance with R18-2-
719.

2. Permittee shdl not exceed the va ues stated on Attachment “B” entitled “ Emission Sources- Maximum
Allowable Emisson rates”

3. If the Solar Centaur type H turbineis operated at aleve such that the emissons are less than specified
in subpart X.B.1, above, then the Solar Centaur Type H turbine shdl comply with the emisson
standard specified in 40 CFR 60 subpart GG. The Solar Centaur Type H turbine shdl not discharge
sulfur dioxide in excess of 0.015 percent by volume at 15% oxygen and on adry bass.

4. If the GE-2-3-R turbineisoperated at aleve such that the emissons are lessthan specified in subpart
X.B.1, above, then the GE-2-3-R turbine shall comply with the provisons of A.A.C. R18-2-719.

Theinitid performance test demondtrated that NOX emissions from the GE Frame 3 were ashigh as 282

tons per year. The NOx emissionsfrom the Solar Centaur were gpproximately 40 tonsper year. Therefore,

the ADEQ issued aviolation citing that the addition of Solar Centaur turbine should have been submitted
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asamodification to amgor source. However, this NOV was eventualy closed and the Solar Centaur
turbinewasretrofitted to includethe SoL.oNox technol ogy. Because the Sol. oNox technology hasnot been
addressed in theingalation permit, aminor permit revision has been submitted and isbeing included in this
renewd.

Severd performance tests have been conducted and the latest tests gave the following results:

Test Date Source NOX (Ib/hr) CO(lb/hr)

January 21, 1997 GE Frame 3 313 157

January 22, 1997 Solar Centaur 3.07 1.13
Emissions

The emissons reported in Attachment “B” of the Ingtdlation Permit were based on AP-42. These caps
on emissions were unnecessary and were not reported to set up limitations,

The potentia emissons reported in the Title V' permit application were based on actud tested  emissas

andtheTitle V application and the updated minor revison request provides the fallowing potentid
emisson raes

Pollutants NOX CO VOC SO2 Formal dehyde

Tonsper year | 338.12 198.04 12.94 0.21 5.03

Theseemissionrateswerebased onemissonfactors(e.g. AP-42), theoretica stoichiometric considerations
and 8760 hours of operation per year. They have also reported test data based on testing carried out in
1991- 1997. The measured hourly emission rates when multiplied with the actuad hours of operation in
1993 givethefollowing actud emissonsfor that year(SO2 & forma dehydewere ca culated usng emisson
factors while the rest of the pollutants were caculated using test data):

Pollutants NOx CcO vVOC SO2 Formadehyde

Tonsper year | 80.64 48.87 0.82 0.16 3.27

The emissons inventory (EI) for the year 1994, submitted to the Arizona Department of Environmenta
Qudity (ADEQ) reported the following emissons:

Pollutant NOX CO vVOC SO2
1994 (tpy) 195.71 5.85 1.00 0.20
1995 (tpy) 172.54 7.85 0.81 0.21

Emissions Calculations
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Emissions cal culation checks were performed for both of the gas turbine engines at Wenden, but only
those for the Solar Centaur H T-5500 gasturbine engine are presented here. The GEMS3102 F gas
turbine engine is subject to A.A.C. R18-2-719, which has only a particulates emissions limit and an
opacity standard. Because the gas turbine engines at the Wenden compressor station burn only
pipeline natural gas, the only pollutants that they emit in significant quantities are NO,, CO and
VOC's. However, none of these pollutants are subject to an applicable standard by A.A.C. R18-2-719.
Emissions calculations checks are included for the Solar Centaur H T-5500, because this engine is
subject to the NO,, and SO, limits of A.A.C. R18-2-901.38 (40 CFR 60 Subpart GG.)

1) Test Data

EPNG submitted varioustest datafor the Solar Centaur H T-5500 gasturbine engine. The most recent
data submitted were obtained on July 22, 1994, testing at 110% load. This unit, as noted above, is
subject to NSPS limits on NO, and SO, emissons. Tested emissons levels for the Solar engine at
Wenden on 7/22/94 were:

NO,: (2.67 Ib/hr)(4.38) = 11.7 tpy
CO:  (0.65 Ib/hr)(4.38) = 2.9 tpy

2) Emission Factors

Criteria pollutant and total hydrocarbon emissions are calcul ated below using AP-42 factors from the
1/95 (fifth) edition, Table 3.2-2. Formaldehyde emissions are calculated using data from Table 18 of
EPA-450/4-91-012.

Emission factors were calculated assuming a maximum engine power rating of 5900 hp (see page 7
of EPNGC's Title V permit application.)

NO,: (2.87 Ib/10%np-hr) (5900 hp)(4.38/1000) = 74.1 tpy

CO: (1.83 Ib/10%np-hr) (5900 hp)(4.38/1000) = 47.3 tpy

THC: (0.2 Ib/10%hp-hr) (5900 hp)(4.38/1000) = 5.2 tpy

VOC: (0.02 Ib/10%np-hr) (5900 hp)(4.38/1000) = 0.5 tpy

SO, AP-42 emissions are negligible for SO, = 0 tpy
formal dehyde: (0.04 g/hp-hr)(1 [b/453.6 g)(5900 hp)(4.38) = 2.3 tpy

3) Emissions Sources Form Data Submitted By EPNG

The NO,, CO, SO,, and VOC emission estimates are based on a computer model of the gas turbine
engineperformance. Formal dehyde emissionsare calculated using datafrom Table 18 of EPA-450/4-
91-012, assuming an engine "site" power of 4500 hp (see Table 11-1, page 9 of EPNGC's Title V

permit application.)

NO,: (7.2 1b/hr)(4.38) = 31L.5 tpy

CO: (5.21 1b/hr)(4.38) = 22.8 tpy
VOC: VOC = THC*.1 = (.1)(12.2 Ib/hr) = 1.22 Ib/hr = 5.34 tpy
SO, 0.021 Ib/hr = 0.091 tpy

formal dehyde: (0.04 g/hp-hr)(11b/453.6 g)(4500 hp)(4.38) = 1.75 tpy
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4) Emissions Summary

The table below compares the emissions estimates for the Solar Centaur H T-5500 gas turbine engine
a the Wenden station that were submitted by EPNG, to emissions calculated from test data and

emissions calculated us ng AP-42 emission factors.

* Potential Emissions Summary - EPNGC Wenden Station - Solar Centaur H T-5500 Gas Turbine
jPollutant Test Data, 7/22/94 AP-42 (Fifth Edition) EPNGC TitleV
PTE, tpy) Table 3.2-2 (PTE, tpy) application (PTE, tpy)
INO, 11.7 74.1 31.52
Ico D.9 47.3 D2.84
SO, not available 0 0.09
fvoC hot available 0.5 5.34
fformaldehyde not available D3 1.75

" PTE's assume 8760 hrs/yr operation.
Discussion
The data above show that the emissions calculations submitted by EPNG in their Title V permit
applicationfor the Solar Centaur H gasturbine enginethe Wenden station exceed emissions cal cul ated
from test data.
In summary, the Wenden station is a major source for NO, and CO (based on PTE's submitted by
EPNG.) EPNG aso listed 1.46 tpy of fugitive VOC emissonsin their Title V permit application for
the Wenden station, but these fugitive emissions do not change the source category (major/minor) for
thisfacility.
Test data from recent performance tests of the Solar Centaur H T-5500 gas turbine at the Wenden
station indicate that this unit can meet the NSPS NO, limit. The applicable NOy limit for thisunitis
40 CFR 60.332(8)(2):
STD = 0.0150 x (14.4)/Y + F
where:
STD=allowable NO, emissions (percent by volume at 15 percent oxygen and on adry basis).
Y = manufacturer's rated heat rate at manufacturer's rated peak |oad (kilojoules per watt hour), or

actual measured heat rate based on lower heating value of fuel as measured at actual peak |oad
for thefacility. Thevaueof Y shall not exceed 14.4 kilojoules per watt hour.

F = NO, emission alowance for fuel-bound nitrogen as defined in 40 CFR 60.332(a)(3).
The value of "Y" for the Solar Centaur H T-5500 gas turbine engine can be calculated from data

supplied by EPNG inthe TitleV permit application for the Wenden compressor station, page 7, where
the maximum heat input islisted as 51.8 MMBtu/hr, at a peak load of 5900 hp. Using these numbers,
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the NSPS N O, limit can be calculated asfollows (assume no fuel-bound nitrogen, per EPA Guideline
document EMTIC GDO009, dated March 12, 1990):

(51.8 MMBtu/hr)/(5900 hp) = 8780 Btu/hp-hr
(8780 Btu/hp-hr)(1 hp/745.7 W)(1054.2 J1 Btu)(1 K¥1000 J) = 12.4 KIW-hr
STD = (14.4/12.4)(0.015) = 0.0174 = 174 ppmvd a 15% O,

Thetest dataobtained on 7/22/94 (an the | atest data obtained in March 1995) show NO, emissionsfor
Solar Centaur H T-5500 gas turbine engine SN 0291H of 14-15 ppmvd at 15% O, 1SO (average of
three test runs). Based on these test resullts, it is reasonable to assume that the Solar Centaur H gas
turbine engine at the Wenden compressor station will continue to meet the NSPSNO, emission limit.
(NOTE: The Solar engine has had a dry 10-NO, combustor installed, as a result of the BACT
determination performed as part of the PSD permitting process. Thislo-NO, combustor isresponsible
for the very low NO,, emissions measured on the Solar engine in the recent performance testing noted
above)

EPNGC can be expected to comply with the NSPS fuel sulfur content limit of 40 CFR 60.333(b), by
burning only pipeline natura gas in the Solar gas turbine engine. The sulfur content of this fud is
limited by a FERC tariff agreement to levels well below the NSPS standard of 0.8% sulfur by weight
(see discussion under "Additional Comments' below.

Applicable Regulations

The GE MS 3102 F gas turbine engine, N 179180, was manufactured in 1967, and installed at the
Wenden station in 1969, and is therefore subject to the requirements of A.A.C. R18-2-719. EPNG
states (inaDecember 8, 1995 | etter to the Department, page 10) that aregenerator wasinstalled on this
unit in 1988, as a replacement of an existing regenerator. This change is not a modification, per 40
CFR 60.14(a), and therefore does not trigger NSPS for thisengine. This state rule consders emissons
of three pollutants (i) particulate matter, (i) visble emissons, and (jii) sulfur dioxide. Thereisno reference
to NOx or CO emissions.

The Solar Centaur H T-5500 gasturbine engine, SN 0291H, was manufactured in 1990, and installed
at the Wenden compressor station in 1991. A NSPS for gas turbines was promulgated on 9/10/1979
and islisted as Subpart GG of 40CFR60. This subpart contains NOX and sulfur dioxide standards. This
unit is therefore subject to the requirements of A.A.C. R18-2-901.1 and 901.38 (40 CFR 60 Subpart
A and Subpart GG.)

The Waukesha reciprocating engine/generator set isnot subject to any requirement sinceit isused for
emergency purposes only.

Severa standards from A.A.C. Title 18, Chapter 2 , Article 6 apply to the facility, and EPNG are
requesting that A.A.C. R18-2-726 and 727 be explicitly listed in the Title V permit as applicable
requirements, since EPNG anticipate performing spray painting and sandblasting operations at the
facility during the permit term.
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EPNG also requested those emission points that are deemed as insignificant activity to not quantify
emissions or do not need to include these in the permit application, and do not report emissions from
insgnificant activities in the annua emissions inventory. The Department agreed to most of the
requests. Insignificant activities are listed in permit 1000159 at Attachment E.

EPNG requested permit language establishing emissionstrading (within thefacility) under the permit,
per A.A.C. R18-2-306.12. This requirement has not been included in the permit.

The requirement to monitor the fuel nitrogen content has been waived as per EPA Memorandum Authority
for Approval of CustomFuel Monitoring SchedulesUnder NSPSSubpart GG, August 14, 1987. Number
1 of the enclosure states. “Monitoring of fuel nitrogen content shal not be required while natura gas is the
only fuel fired in the gasturbine.” Hence this requiremetn has been excluded from the permit.

Non-point sources

The standards in Article 6 are applicable requirements for open areas and on-dite vehicular traffic. The
EPNG Wenden siteislocated in aremote area. EPNG Stestypicaly have areas which are graveled, and
other areas which are covered by natura vegetation. The Wenden site has minimum supervison, and as
such there are hardly any continuous activities which arelikdly to disturb unpaved areas and cause vishble
emissons. Thereisvery little vehicular activity. It isnot expected that visible emissions from open aress
and roads and storage pileswill be of any sgnificant concern in this Stuation. However, theregulationsin
Article 6 are generaly applicable requirements and as such, have to be included in the permit.

EPNG hasindicated in the gpplication, that rare instances of open burning may occur. The conditioninthe
permit directs EPNG to obtain a permit from ADEQ), or thelocd officer in charge of issuing burn permits.

Other Periodic Activities

Abrasive Blasting

EPNG has indicated in the permit application that there might be a few occasions on which abrasive
blagting activitiesare conducted on-site. R18-2-726 and R18-2-702 (B) are applicablerequirements, and
as such have to be included in the permit. As in the case of non-point sources, these emissions are
expected to be minimal.

Spray Painting

EPNG hasindicated in the permit gpplication that there might be afew occasions on which spray painting
activitiesare conducted on-site. R18-2-727 and R18-2-702(B) are applicabl e requirements, and as such,
have to be included in the permit. Asin the case of non-point sources and spray painting, these emissons
are expected to be minimal. R18-2-727(A) and R18-2-727(B) are included in the approved State
Implementation Plan (SIP). R18-2-727(C) and R18-2-727(D) area so apart of the approved SIP. They
are present in the definitions section of the SIP as R9-3-101.117. EPA approved SIP provison R9-3-
527.C is not present in the amended rule. However, R9-3-527.C is an applicable requirement, and is
federally enforcegble till the current State SIP is gpproved by the EPA.
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Mobile Sources

EPNG hasindicated in the permit gpplication that there might be afew occas ons on which “mobile source”
activitiesare conducted. “Mobilesources’ refer to those sources covered by Article8. R18-2-801, R18-
2-802, and R18-2-804 are applicable requirements, and as such, have to be included in the permit.
Emissions from these sources are expected to be minimal.

Monitoring and Recordkeeping Reguirements

A. RopaaiveGasTubnes

As noted in a preceding discussion, natural gas combustion results in minimal particulate matter
emissions. It wastherefore decided that even though an emissions standard existsfor particul ate matter,
it would be unnecessary and impractical to have a rigorous monitoring schedule for the particulate
standard. For similar reasons, it was decided that a monitoring schedule for opacity would not be
required. "Pipeline-quality” natural gas has to conform to standards approved by the Federa Energy
Regulatory Commission (FERC). One of the FERC standards limits the sulfur content in the gasto
less than 5 graing/100 scf (which is equivalent to 0.017 weight percent of sulfur). Another standard
specifiesthat the heating value be greater than or equal to 967 Btu per cubic foot. EPNG runsthe gas
turbines with fuel drawn from their pipdine, and therefore it was decided that maintaining a copy of
the FERC approved Tariff agreement on-site would be an adequate means of complying with the
monitoring requirements for the particulate, opacity and fuel use standards.

According totheir TitleV permit application, page 5, EPNG operate the Wenden station under atariff
approved by the Federal Energy Regulatory Commission (FERC) that establishes specifications for
the sulfur content of natural gas received into the pipeline. The tariff limits the total sulfur content in
the pipeline natural gasto 5 graing/100 scf. A weight percent can be calculated as follows:

(5 gr sulfur/100 scf natural gas)* (1 1b./7000 gr)*(23.8 scf natural gas/1 Ib. natura gas) = 0.00017 =
0.017 weight percent sulfur << 0.8 weight percent sulfur

B. Sdar Cataur Sndecgdeagre

40 CRF 60.334.b requires that the permittee monitor sulfur content and nitrogen content of the fuel
being fired in the turbine. However, the requirement to monitor the nitrogen content has been waived
asper EOS Memorandum Autharityfar Agaorovd dQusomiFud ManitaringShedulesUndaer NSPS
Spat GG, August 14, 1987 of the enclosure states:

“Monitoring of fuel nitrogen content shall not be required while natural gasistheonly fuel fired inthe
gasturbine”

C. Nompant Sourass

Asdiscussed in the emissionslimits section, the non-point source standards have been included in the
permit because of the existence of some generally applicable requirements. It would beimpractical to
impose any rigorous monitoring schedules for these standards, and as such, 11.B.1 isarecordkeeping
requirement, directing the source to keep a record of al the efforts taken towards mitigating visible
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emissions from open areas. Also, monitoring requirements for the generally applicable open burning
rule may be satisfied by keeping all open burn permits on file.

D. Giha Paiodic Adivities

Other victims of generaly applicable rules are abrasive blasting, spray painting and “mobile source”
activities. It was decided to prescribe minima monitoring requirements.

Testing Requirements

A. CERppgaive Tubne& Sda Gaiar:

Annual performance testing is required for the Solar Centaur H T-5500 gas turbine engine at the
Wenden station and one test during the term of the permit is required for the GE MS 3102 F gas
turbine engine (the Director retains the right to require additional performance testing) The
Department made this decision because the GE M S 3102 F engine is subject to the requirements of
A.A.C.R18-2-719, whichhasnoNO, standard, and no CO standard either. Becausethisengineburns
only natural gas, the only pollutants that it emits in significant quantities are NO,, CO and VOC's.
However, none of these pollutants are subject to an applicable standard by A.A.C. R18-2-719. The
ArizonaTesting Manual (ATM) givesthe Department the authority to waive the testing requirements,
in paragraph 2 of Section 1.0, "Introduction”: "If AQD engineering analysis and field inspection
provide defensible assurance of compliance, these [performance test] requirements may be waived.”
In order to establish abaselinefor these pollutants, this Department decided to test once during theterm
of the permit. A.A.C. R18-2-719 contains an opacity standard of 40 percent, and a particulate matter
emission limit, given by a process weight rate equation. Because of the natural gasfuel burned in the
internal combustion engines at the Wenden compressor station, these engines easily meet the opacity
standard and particulate emission limit of A.A.C. R18-2-719, as evidenced by visua observations of
this facility using EPA Reference Method 9, and by the EPA in thefifth edition of AP-42 (no emission
factorsfor particulate matter areincluded for natural gas-fired pipeline compressor gasturbine engines,
and the introductory discussion does not include particulate matter asa pollutant emitted by thistype
of device)

The test requirements for the Solar Centaur H T-5500 gas turbine engine, which is subject to NSPS
(A.A.C. R18-2-901.1 and 901.38, 40 CFR 60 Subpart A and Subpart GG), include annual testing for
NO, The annual testing requirement originates from the ADEQ Testing Manual which specifies
annual testing for all mgjor pollutants.

According to 40 CFR 60.335, a Method 20 test shall be conducted at 30, 50, 75 and 100 percent of
peak load or at four pointsin the normal operating range of the gasturbine. A schedule of compliance
was added to the testing requirement section which was satisfactory to both EPA and EPNG. This
schedule requires EPNG to perform an initia performance test within one year of permit issuance.
Provisions for obtaining an aternative testing protocol are aso included in this section. Theresfter,
EPNG isrequired to conduct an annual performance test for Nox.

List of Soedd Provisons
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Intheir application, EPNG provided alist of special provisionsthat they wanted to be addressed in the
permit. Thislist islocated in Tab 1 of the application. They have been addressed in the following
manner:

Maintenance and Inspection (Item 1), Emergency Shut Down Systems (Item 3). Cathodic protection
sysem (Item 4), Generd Maintenance & Construction Activities (Item 6), Start-up, Shutdown &
Maintenance (Item 8), Insgnificant Activities (Item 9), Portable Sources (Item 12)

It was decided that each of these items qudified for classfication as an inggnificant activity, and as such
wasincduded in thelig in Attachment "E".

Hazardous Air Pollutants (Item 2): Refer to Sections VI and X, Attachment "A".

Abrasve Bladting (Item 5): Abrasve blagting activities have an gpplicable requirement in the Arizona
Adminigrative Code AAC). Also, according to the definition in AAC R18-2-101.54, for an activity to
be dassfied asinggnificant, it should not have any applicablerequirement. Therefore, therecanbenoleve
of "inggnificance’ for aorasive blagting activities. All projectshaveto comply with the generd requirements
of R18-2-726 and R18-2-702(B). Refer to Attachment B, 1.C.1and 11.C.1.

Spray Painting (Item 7): A dmilar algument asin Item 5 above provides the reason for including
R18-2-726 as an applicable requirement. There can be no level of "inggnificance” for painting projects
subject to the generdly applicable requirements of R18-2-726. Refer to1.C.2 and I1.C.2.

Emissons Trading (Item 10):  ADEQ has determined that EPNG should gpply for a permit revison (if
necessary) in case there are any changes in the permitted equipment.

Location of records (Item 11): Refer Section 11.B, Attachment “B”.

Air Conditioners (Item 13): Refer to Section XXI, Attachment "A".

Asbedos (Item 14):  Refer to Attachment “C”.

Paeformance Tests (Item 15):  Refer to Section VI, Attachment "B".

Explanation of NOV's

Violation No. 1 was issued on February 21, 1992. The measured CO emission rate from the Solar
Centaur turbine was greater than the limit specified in Ingtdlation Permit #75010.

Violation No. 2 wasissued on February 21, 1992. The measured NOX emissionrate from the GE Frame
3 turbine was greater than the limit specified in Ingtdlation Permit #75010.

ViolaionNo. 3wasissued on Feb 25, 1992. After, performancetestswere conducted and emissonswere

caculated, ADEQ determined that the NOX emissions from the GE Frame 3 were 283 tpy. Also, the
performance test showed that the Solar Centaur turbine emitted over 40 tons per year of Nox. Therefore,

Page 12 of 13



the addition of the Solar Centaur that wasdlowed by the Instalation permit issued August 31, 1990 should
have been issued as amodification to amgor source, thus requiring PSD review. ADEQ then issued an
NQV citing that magor source permitting rules were not followed. Because El Paso Naturd Gas (EPNG)
submitted PTE caculations based on AP-42 factors which were the best factors available at the time,
ADEQ eventudly closed the NOV in 1994.

The outcome of the NOV was to require SOLONOX combustors to be installed to the Solar Centaur
turbine. Thiswas done in April of 1994. In 1994, EPNG decided that the Wenden station would add two
Solar Taurus turbines. The addition of the two Solar Taurus congtituted a mgjor modification and thus
required PSD review. The PSD application was processed from 1994 to June 1997. In June 1997,
EPNG decided that the addition of thetwo Solar Taurusturbinesisno longer necessary. Therefore, EPNG
has withdrawn the PSD gpplication.
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